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Measurement and control software for vehicle cooling
system based on 3-access architecture
ZHANG Yin-liang1，2，CAI Hui-kun1，2，LIAO Yi-dai1，2，ZHU Kai-liang1
(1． School of Areospace Engineering，Xiamen University，Xiamen 361005，China;
2． Shen Zhen Ｒesearch Institute，Xiamen University，Shenzhen 518057，China)
Abstract:Aiming at the problem of real-time data acquisition and motor control for vehicle cooling system test-bed，using the development
thought of 3-access architecture，the measurement and control software of the vehicle cooling system was designed and developed by C#，
Measurement Studio control and SQL Server database based on the hardware of data acquisition card and sensor in the host computer． The re-
alization process of 3-access architecture of DAL，BLL and UI were introduced in detail in the measurement and control program，it finished
real-time acquisition，storage and processing of measurement and control data，real-time curves and history curves，fan motor control and wa-
ter pump motor control，and other functions． At the same time，the reliability and stability of the program were tested by several experiments．
The results indicate that the software can improve the readability，maintainability and expansibility of the program，and meet the requirements
of measurement and control based on 3-access architecture．
















却系统的人机交互软件。但是利用 Labview 或 WinCC
开发的上位机软件存在灵活性差、硬件兼容性不够等
缺点。而基于三层架构利用 C#语言、Measurement Stu-


































































和用户信息类调用［12］。在 APP． config 文件里面编写
的配置项，然后在公共数据操作类(DBHelper． cs)中连
接数据库，其部分代码实现如下:
public static string connecttionString = System． Con-







CoolingSystem． DAL． Data_Info dal = new DAL． Data
_Info( ) ;
/ /删除监测数据






al Studio2012 里面，利用安装的 Measurement Studi-
o2015 插件，既可以直接创建 National Instruments 窗体
应用程序，也可以在窗体应用程序中添加编译程序所
需的 Measurement Studio 动态链接库(DLL)。本研究
将波形图控件 WaveFormGraph、时钟控件 Timer、串口
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数据，并把监测数据保存到对应的数组中，同时刷新一
次 WaveFormGraph 曲线图［13］。在 Timer 的 Tick 事件
中其实现代码如下(以采集空气入口温度为例):






有 8 个通道 16 位带光电隔离的模拟量输入通道，具有
ＲS485 通讯功能，支持 Modbus 通讯协议数据的采集。
首先本研究在 AdamApax． NET Utility 配置模块端口数























DataTable dt = bll_datainfo． GetQueryList (str) ;/ /
获取查询的数据
model _datainfo［i］． AirInTemperature = Convert．
ToDouble(dt． Ｒows［i］［"AirInTemperature"］) ;
















for (int i = 0;i ＜ count;i + +)
{
j = bll_datainfo． Add(model_datainfo_arry［i］) ;
}
存储到数据库的监测数据，可以通过查询呈现在
ListView表格中，然后导出到 Word 文档或者 Excel 文




















10%内。一个工况点达到热平衡大约需要 30 min 左
右，然后进行数据的采集，采集 1 min。采集得到水流
量 q为 2． 63 m3 /h、3． 2 m3 /h、3． 68 m3 /h下，风速 v 为
0． 55 m /s、1． 40 m /s、2． 43 m /s、3． 10 m /s、4． 06 m /s的
3 组数据。
其水侧压降、空气侧出口温度、水侧出口温度、散
热量随风速 v变化如图 9 所示。
图 9 冷却系统性能图







口水温条件下，改变风扇转速 nF 和水泵转速 nP 得到
目标散热器出口水温。因此笔者在试验台上测得散热
器入口水温在 81 ℃、80 ℃、79 ℃、78 ℃，散热器出口













点，基于三层架构，利用 C#语言，结合 SQL Server 数据
































［12］ 郑细端，张苏红，阮学斌．基于． NET 三层架构的酒店管
理系统的设计与实现［J］．计算机与数字工程，2011，262
(8):91-93．
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